WET WELL

PLAN VIEW

DESIGNER NOTES:
1. REVISE AS REQUIRED FOR SPECIFIC PROJECT

WET WELL'S DRAIN WELL AREA SHALL BE CONSIDERED A CLASS 1, DIVISION 2, HAZARDOUS LOCATION. ALL WORK IN THIS AREA SHALL BE IN ACCORDANCE WITH ALL APPLICABLE LOCAL, STATE, AND NATIONALLY RECOGNIZED TESTING LABORATORY (UL) CODES AND STANDARDS. USE EXTERMAL EXHAUST SYSTEM TO REMOVE HAZARDOUS VAPORS AND FUMES. AVOID ANY DISCHARGE TO ENVIRONMENT.

NOTE: PUMP STATION IS LOCATED WITHIN TRUCK TOWING AREA AND SHALL BE DESIGNED FOR LOAD TRUCKS.

WET WELL

SUBMERSIBLE DUPLEX PUMP STATION DETAIL

SUBMERSIBLE DUPLEX
PUMP STATION DETAIL

DATE: 12/14/18
DETAIL NO: 221429
PDC: 12/14/18
REVISION: 12/14/18
PIERCE

MICHIKAN STATE UNIVERSITY