PIPING/CONDUIT THROUGH ROOF DECK

- Insulate inside of metal work in cold climates
- Sheet metal enclosure
  - Crossbreak or slope for drainage
- Sheet metal or flex-tube collar
- Flashing receiver
- Slope pipes away from hood
- Fasteners approx. 24" O.C.
- Counterflashing
- Minimum 4" clearance from pipe to top of curb
  - Minimum 2" between pipes
- Fasteners approx. 8" O.C.
- Base Flashing
- Fiber cant strip
  - Set in bitumen